Technical Sheet

Conversion:

Example of conversion from
chiller to district cooling
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This conceptual diagram is for descriptive
purposes only. Engineered details must be
completed prior to any actual conversion.

Control T

Valves
\ IX Bypass

/

From Building

Existing CHW
Pumps w/new VSD

AN

Cut &

[¢)
i)
©°

Light Load Bypass

o

N

Power Operated
Isolation Valve
(optional)

4 I Chiller
|
|

D><

X

v

I
Taken I
Out of |

Service |

D><

To Building

60 Columbus Boulevard, Hartford, CT 06103

The Hartford Steam Company.
P: 860-548-7350

www.hartfordsteam.com



